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A

GROUND

PARTIAL ROOF PLAN, ROOF A

RE-POSITION SLED ON WALKWAY PADS

PROVIDE SLIP SHEET OR WALKWAY PADS

KEY PLAN

NOT TO SCALE

GENERAL PLAN NOTES
COORDINATE ALL NEW WORK WITH ANY MECHANICAL, ELECTRICAL, AND DEMOLITION WORK.

REMOVE ALL EPDM MEMBRANE, FLASHINGS, INSULATION, AND ASSOCIATED MATERIALS DOWN
TO STRUCTURAL DECKING. PROPERLY DISPOSE OF ALL DEMOED MATERIALS OFF-SITE. OWNER
TO EVALUATE DECK PRIOR TO INSTALLATION OF NEW WORK. IF DETERIORATED OR UNEVEN
DECKING 1S ENCOUNTERED, IMMEDIATELY NOTIFY THE PROJECT MANAGER AND THE A/E.

PROTECT EXISTING AIR INTAKES DURING CONSTRUCTION FROM DUST, DEBRIS, ODOR &
FUMES. COORDINATE ALL SHUTDOWNS WITH PROJECT MANAGER.

PROTECT ALL FINISHED SURFACES DURING CONSTRUCTION. PATCH FINISHES AFFECTED OR
DAMAGED BY ROOFING OPERATIONS.

TO PROTECT NEW MEMBRANE AT FIVE SLEDS

CHECK ALL ROOF DRAINS FOR PROPER DRAINAGE PRIOR TO PLACEMENT OF NEW MATERIALS.
VERIFY ALL DRAIN COMPONENTS ARE IN WORKING ORDER.

WALKWAY PADS

EXTEND ALL PLUMBING VENTS TO BE 12" MINIMUM ABOVE NEW FINISHED ROOF. REPLACE ANY
VENT EXTENSIONS THAT ARE DAMAGED.

ALL ROOFS SHALL RECEIVE THREE LAYERS OF 2.0" FLAT POLYISOCYANURATE INSULATION,

STAGGERED AND OFFSET, WITH 12 TAPERED INSULATION AS REQUIRED TO OBTAIN OPTIMAL
DRAINAGE.

EXISTING COPPER COUNTERFLASHING SHALL REMAIN. ANY COUNTERFLASHING DAMAGED IN THE
COURSE OF ROOFING OPERATIONS SHALL BE REPLACED AT THE CONTRACTOR'S EXPENSE.

ALL MEASUREMENTS ON PLAN DRAWINGS SHALL BE VERIFIED IN FIELD BY THE ROOFING
CONTRACTOR. ALL MEASUREMENTS ARE APPROXIMATE.

TESTING FOR ASBESTOS WAS DONE, AND NO ASBESTOS CONTAINING MATERIALS WERE FOUND
TO BE PRESENT. CONTACT ACPS PROJECT MANAGER IMMEDIATELY IF OTHER SUSPECT
MATERIALS ARE FOUND.

SEE SPECIFICATIONS FOR BASE LAYER POLYISO FASTENING TO ROOF DECK.

ALL CUT EDGES OF NEW COVER TAPE INSTALLATIONS SHALL RECEIVE A CONTINUOUS BEAD
OF APPROVED SEALANT,

INSTALL NEW CRICKET ON UP-SLOPE OF ALL SIGNIFICANT CURBS.

VERIFY HEIGHT ABOVE DECK OF ALL PERIMETER EDGE METAL AND THROUGH WALL FLASHINGS.
NOTIFY ARCHITECT OF ANY CONFLICT WITH ELEVATION OF NEW MEMBRANE.

VARIATIONS WITH THE OWNER'S REPRESENTATIVE.

CONTRACTOR IS RESPONSIBLE FOR DISCONNECTING AND RECONNECTING ALL ELECTRICAL
EQUIPMENT. NOTIFY ALBEMARLE COUNTY PROJECT MANAGER OF SHUTDOWNS A MINIMUM OF
TWO WEEKS IN ADVANCE.

ROOFING MATERIALS SHALL HAVE A FIRE CLASS RATING OF CLASS A (ASTM E108 OR UL 790
TESTING STANDARDS — PER VUSBC SECTION 1505.1).

THE CONTRACTOR SHALL HIRE AND COORDINATE WITH OUTSIDE CONTRACTOR WHO IS
RESPONSIBLE FOR DISMANTLING AND REASSEMBLY OF LIGHTNING ARREST SYSTEM. UPON
COMPLETION OF NEW WORK, LIGHTNING ARREST SYSTEM SHALL BE CERTIFIED BY LICENSED
PROFESSIONAL.

METAL ROOF /
/ NOT IN CONTRACT

RE-POSITION SLED ON WALKWAY PADS
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7“2\ PARTIAL ROOF PLAN, ROOF A

WALKWAY PADS

KEY PLAN

NOT TO SCALE

Al | A

CLOSED CELL BACKER ROD
LOOP MEMBRANE INTO EXP. JT.

EXTEND MEMBRANE OVER
EXP. JT. AND JOIN

TO OPPOSITE MEMBRANE WITH
6" SEAM TAPE AND

6" COVER TAPE

AND FILL WITH LOOSE INSULATION.
NAIL OFF ON WOOD BLOCKING

|_— 4 HD POLYISO COVERBOARD
+4—— NEW WD. BLKG

POLYISO. INSULATION

/

T~ EXISTING BLOCKING TO REMAIN

™— EXISTING STEEL DECK

3 \ DETAIL, ROOF D EXPANSION JOINT

o

SCALE: 1-1/2" =1" - 0"

6" COVER TAPE

TWO STAGGERED ROWS OF
FASTENERS, EACH ROW AT

12°0C

24GA KYNAR FINISHED STEEL

EDGE METAL, W/CONT. 22GA CLEAT
FASTENED 6°0C

EXISTING PPT PLYWOOD
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6" REINFORCED PERIMETER
FASTENING STRIP, WMITH PLATES
AND FASTENERS @ 12"0C

\
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A0 AT AT AVATINN

3" HD POLYISO COVERBOARD

[ }12 TAPER BOARD FOR CRICKET

T 3 STAGGERED AND OFFSET LAYERS
OF 2" FLAT POLYISO. INSULATION

T EXISTING SLOPED STEEL DECK

T~ & ST STUD @ 16°0C
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7“4\ DETAIL, ROOF B PARAPET

SCALE: 1-1/2" = 1" - 0"

NOTE:

EXISTING DRAIN AND CLAMP RING SHALL BE THOROUGHLY CLEANED PRIOR TO
INSTALLATION OF ROOFING MEMBRANE.

REFURBISH EXISTING DRAINS AS FOLLOWS:

1. DISMANTLE, SCRAPE, WIREBRUSH AND CLEAN EXISTING CLAMPING RINGS AND BOWLS.
2. PLUG DRAIN OPENINGS. OPEN DRAIN OPENING UPON COMPLETION OF REFURBISHMENT.
3. WIREBRUSH ALL DRAIN COMPONENTS ACCESSIBLE FROM ROOF TOP.

4. PRIME AND SPRAY PAINT ALL COMPONENTS — BOWL, CLAMPING RING & STRAINER.
CONFIRM COLOR SELECTION WITH A/E OR PROJECT MANAGER.

5. CHECK ANCHORAGE OF EACH DRAIN, ADJUST AND REPAIR AS REQUIRED TO PROVIDE
SECURE ANCHORAGE TO DECK.

6. CHECK ANCHORAGE OF CLAMPING RING TO BOWL. REPLACE ALL DRAIN BOLTS WITH NEW
BOLTS. WINGNUTS NOT PERMITTED. ALL ORIGINAL FASTENING LOCATIONS MUST BE
OPERATIONAL. SHIM AS REQUIRED WITH WASHERS.

7. INSTALL NEWLY PAINTED DOME STRAINER OR SUPPLY & INSTALL NEW CAST IRON
STRAINER TO REPLACE DAMAGED STRAINER OR ONE MADE OF SUBSTANDARD MATERIALS.

REFURBISHED DRAIN STRAINER

SECURE CLAMP RING TO DRAIN
BOWL

WATER CUT OFF MASTIC TO BE INSTALLED
AT CLAMP RING COMPRESSION POINT, B
CONTINUOUS BEAD UNDER MEMBRANE [Tz

FORM SUMP FROM POLYISO. INSULATION, /6
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90MIL FULLY ADHERED EPDM
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GROUND

/ 8/A2-A4

KEY PLAN

NOT TO SCALE

MATCH LINE TO 1/A2-A2

GROUND
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7“2\ PARTIAL ROOF PLAN, ROOF B

A2 | A2

GROUND

SCALE: 1/8" =1 - 0"

X

WALKWAY PADS
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A / REMOVE ABANDONED ANTENNA
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PROVIDE AND INSTALL SLIP SHEET — mm m

OR WALKWAY PADS UNDER EACH
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REMOVE & DISPOSE OF
ABANDONED SLED

e
‘ CONTRACTOR TO %%%%
SO e
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FOR MORE DETAILS ON
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6" COVER TAPE 6"W SEAM TAPE

EXISTING BLOCKING 6"W REINFORCED PERIMETER
FASTENING STRIP, WITH

v EXISTING 3” PLYWOOD PLATES AND FASTENERS @ 6"0C

|_— 90MIL F/A EPDM
MATCH LINE TO 1 /Az-ME / 2 3 M

A3|A8 — & " HD POLYISO COVER BOARD
/ =] o
6 3/A3-A A _ £ 3 STAGGERED AND OFFSET
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(A37A4 = i EE
N—
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15
A3|A6
S

. Low
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A4 A1 A4 A1 GROUND A4| Al

| | |
M s |

WALKWAY PADS
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L Nasen | KEY PLAN
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AN A'

\ 8/Ad-Ad

—] \ 3/A4-A4 —]

-
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D
D

6" WIDE COVER STRIP,
CENTERED ON TRAILING EDGE
OF EDGE METAL

12" BACKER PLATE,
CENTERED ON BUTT JOINT

TWO CONT. BEADS OF POLYURETHANE
SEALANT EACH SIDE OF
JOINT K

A4]|A3
. CLEAT, NAILED

AT 6°0C

KYNAR FINISHED STEEL

EDGE METAL FLASHING, 24GA,
CONT. CLEATED AND FASTENED
ON THE HORIZONTAL FLANGE

7“2\ ISOMETRIC, BACKER PLATE |
w SCALE: NTS —

S jaMEs R Bovp/ 2
y ' >
Lic. No. 4107

MATCH LINE TO 1/A3-A3

@

- VENT PIPE, EXTEND TO 12

. ABOVE NEW MEMBRANE WITH
NO-HUB CONNECTOR AND NEW
. PIPE

S.S. CLAMP, WITH WATER CUTOFF ~ S
MASTIC AND SEALANT = Q
PRE-MOLDED PIPE BOOT FLASHING, RN I
INSTALL PER MFR.'S INSTRUCTIONS L<q @
N >0 g
N 1—— 90MIL EPDM TARGET PATCH c ol =
A4]A3 T~~~ 90MIL EPDM, FULLY ADHERED =g £
()]
= * HD POLYISO. INSULATION R E
. POLYISOCYANURATE INSULATION, w2 g
> > 5 | ~ | THREE BASE LAYERS 283 g
A4] Al A4] Al A4 Al &> OF 2.0° FLAT. STAGGER ALL SOor =
~_] ‘ T LAYERS IN BOTH DIRECTIONS
N—
SROUND H M B T~ STEEL ROOF DECK Y
GROUND GROUND ; L
/_ \\A | M
— N — T - — ] - W%
N N I NOTE: VENT PIPE SIZE VARIES. CONTRACTOR TO <
f f s s A p 3 VERIFY LOCATION AND SIZES IN FIELD. N
% N N i % % W/ 73N DETAL, PIPE BOOT FLASHING a
/“1°\ PARTIAL ROOF PLAN, ROOF D w[m NE =TT <
, A, A2, A3
A2 | A4 SCALE: 1/8" =1 - 0" A 2
6" COVER TAPE
EXISTING BLOCKING 24GA KYNAR FINISHED STEEL EXISTING BLOCKING | __—— EXISTING WALL PANEL %
6"W REINFORCED PERMETER SR — 6"W REINFORCED PERIMETER | O
FASTENING STRIP, WITH ROW 12°00 ’ FASTENING STRIP, WITH CONTINUOUS TERMINATION BAR,
PLATES AND FASTENERS. @ 670 PLATES AND FASTENERS @ 6°0C | WTH FASTENERS @6"0C MAX, GP# 22025.01
[ WATER CUTOFF MASTIC BEHIND 9OMIL F/A EPDM, TURN DOWN .
CONT. 22GA STEEL CLEAT, —‘ MEMBRANE AT COMPRESSION A
9OMLL F/A EPDM —— FASTENERS INTO BLOCKING QIR — 90MIL F/A EPDM POINT, AND POLYURETHANE
\ AT 6”0C »’:’:‘:03030303024 SEALANT IN TOP TRAY §” HD POLYISO COVERBOARD
\\;;\\ o e ; V‘
3" HD POLYISO COVER BOARD mE 0’0’0’0’0’0’0’0’4 — ———t— J" HD POLYISO COVER BOARD _ 6"W COVER TAPE
”””" T A SRS E S — " ”
T QKGR = NI 6"W PERIMETER FASTENING 15" FLAT POLYISO —~__
— T C XXX X AKX K = < STRIP WITH PLATES AND NAIL OFF GUTTER FLANGE
3 STAGGERED AND OFFSET —— ‘0‘0‘0‘0‘0‘0‘0‘0‘ L &5 3 STAGGERED AND OFFSET + ] == FASTENERS SPACED 6"0C 2" FLAT POLYISO WITH TWO STAGGERED ROWS,
LAYERS OF 2" FLAT POLYISO > ‘:‘:‘:‘:‘:‘:‘:‘3 = LAYERS OF 2" FLAT POLYISO < BN EACH 12"0C
AN |—
yd EXISTING METAL GRATE ‘ N > e
::::::::::::::: ~ \ |/ & X NEW WOOD BLOCKING EXISTING PLYWOOD DECK ——~_| = —
; LT =
7 § ::::::::::::::: iE N SN o F/A EPDM SLOPED METAL DECK i
SLOPED STEEL DECK —] H — SLOPED STEEL DECK —
B :’:’:’:’:’:’:’: ~_ [ 22A KYNAR FINISHED STEEL =
H Q‘Q‘Q‘Q‘Q‘Q‘Q‘Q q J’ HD POLYISO COVERBOARD GUTTER, WITH SPACERS @ 24°0C = ]
H 00000009, y NEW 2X6 WOOD BLOCKING — | ] =T
CRICRICRKXL =
SRLLHHRKS = S o= =
H KKK 3 STAGGERED AND OFFSET
i “““” " EXISTING FASCIA BOARD —— 24GA KYNAR FINISHED STEEL
H DSSEKEEKKS LAYERS OF 2° FLAT POLYISO DOWNSPOUT. CONNECT TO b T
H MECHANICAL WELL ‘0‘0‘0‘0’0’0’0’ \ EXISTING BOOT AT GROUND. S T
I SIS SLOPED STEEL DECK 24GA KYNAR FINISHED STEEL GUTTER BRACKETS SPACED o
i 90.9.0.0:.9.0.9, FASCIA COVER WITH DRIP EDGE, " = =
i 0:0:0:0:0:0:0:0 NAIL AT 12°0C o0 WA - a
| e . 2w
H N O
RERLERKS NI
i oo totetetede! 5\ DETAIL, ROOF A PARAPET 6\ DETAIL, ROOF C GUTTER N =S
H CRCICSICRCRL —— T <+ | o=
H 9099999 Al | A4 SCALE: 1-1/2" = 1" = 0 A3 | A SCALE: 1-1/2" = 1 - 0 =
H SRS | =
0202020202020 L= — <2
i EXRRHKKIKS = — -
- s
\) N
N
J
/~ 4"\ DETAIL, MECHANICAL WELL =
Mm SCALE: 1-1/2 =1 - 0" LD
EXHAUST DUCT AND REINSTALL FAN HOOD UPON D o
RESEAT FAN HOOD UPON _—
COMPLETION OF NEW WORK NAIL OFF MEMBRANE TO FLASHING PAN COMPLETION OF NEW WORK. m S D
/ AND SECURE WITH FASTENERS TOP OF CURB L =
—  —
W/NEOPRENE WASHERS 6"W REINFORCED PERIMETER NAIL OFF MEMBRANE TO
NAL OFF MEMERAN o - S0MIL EPDM, EXTEND _—— PIPE OR CONDUIT PENETRATION(S) FASTENING STRIP WITH PLATES & TOP OF CURB o
o UNDER PITCH POCKET . :
5W REINFORCED PERMETER . okEr / POURABLE SEALANT FASTENERS SPACED AT 6"0C MAX. BLOCKING TO REMAIN 6"W REINFORCED PERIMETER =
FASTENING STRIP WITH PLATES & |~ EXISTING WOOD CURB TO » sl FASTENING STRIP WITH PLATES & |_—— EXISTING WOOD CURB TO
) REMAIN )" HD POLYISO. COVER BOARD —— | EXTEND MEMBRANE FLASHING T T oo 3 REMAIN.
FASTENERS SPACED AT 6°0C MAX. e ’ ER: OVER AND INTO POCKET 9OMIL FULLY ADHERED EPDM n ‘ | //
3H R METAL PITCH POCKET FORM
ADD NEW PPT WOOD BLOCKING, — e ~| .
90MIL FULLY ADHERED EPDM —| AS REQUIRED TO MATCH = [ <t [ 6"W. COVER TAPE AT " HD POLYISO INSULATION COVER BOARD 90MIL FULLY ADHERED EPDM
INSULATION ELEVATION ) ST [ 7 PERIMETER OF FLASHING 3 LAYERS OF 2.0" FLAT POLYISO, ‘ e —— —_—
f SR § g —
I HD POLYISO INSULATION COVER BOARD — 37- IR N HOT DIPPED GALV. ROOFING STAGGERED AND OFFSET m § HD POLYISO INSULATION COVER BOARD 0 o 2 "
3 LAYERS OF 2.0" FLAT POLYISO, —~ b NON-SHRINK GROUT OR OTHER ——F— £ AN NALS @ 4°0C 3 LAYERS, gcéé%”EDﬂmDnggE% e ;
- b T
STAGGERED MND OFFSET S NON~-COMBUSTABLE. WADDING / [\ POLYISOCYANURATE INSULATION, Px — | iz
i 3 BASE LAYERS OF FLAT 2.0%, < = ] 4 6
—/ U Lo ALL LAYERS TO BE STAGGERED - » ; ”
EXISTING STEEL ROOF DECK ALL LAYERS EXISTING STEEL DECK | SCALE: 1/8" = 1" — 0
N T A-4
/~7"\ DETAIL, EXHAUST FAN 7“8\ DETAIL, PITCH POCKET /79" DETAIL, HOT STACK 710"\ DETAIL, LARGE GRAVITY VENT

M SCALE: 1-1/2" =1" - 0" Ad | A4 SCALE: 1-1/2" =1 - 0" M SCALE: 1-1/2" = 1" - 0" A2 | A4 SCALE: 1-1/2" = 1" - (" ) ! ., , , 2’ FEBRUARY 4, 2022
A, A2, A3 A, A2, A3 M, A2, A3 SCALE: 1-1/2" = 1" - O BID SET
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CORE 4 CORE 2
Metal Deck . ’ Metal Deck
4" Deep B o 3.75" Deep

CORE 5 ® Lo o |
Metal Deck . \ ° / B s M
2.5" Deep : , ﬂ .
o = fﬁ L . -
.' 9 % B
. CORE 3
. Metal Deck
CORE 6 qj' 3.9" Deep
Plywood Deck | O -
1/2" Fiber Board
CORE 63
- Plywood Deck ]
1/2" Fiber Board
o = (=== . o == O (=)
CORE 8
CORNER WIND ZONE — 15'—0" EACH DIRECTION FROM CORNER, — Metal Deck
5-0" FROM ROOF EDGE / 2.5" Deep
~120.17 PSF UPLIFT PRESSURE (USD); 135 PSF TESTED ASSEMBLY , ] i ) . .
. CORE 1
17 PoF UPLIFT PRESSURE (USD) 90 PSF TESTED ASSEMALY % ekl
e : 2.5" Dee
CORE 7 P ‘
- - Metal Deck
FIELD (EXTERIOR) WIND ZONE — 15'-0" TO 30'-0" FROM ROOF EDGE 25" Deep
-66.84 PSF UPLIFT PRESSURE (USD); 75 PSF TESTED ASSEMBLY ‘
FIELD (INTERIOR) WIND ZONE — EVERYTHING INSIDE OF 30'-0" FROM /\ S
ROOF EDGE A5 | As NT
~38.40 PSF UPLIFT PRESSURE (USD); 60 PSF TESTED ASSEMBLY
6” COVER TAPE
TWO STAGGERED ROWS OF
FASTENERS, EACH ROW AT
12"0C
r;i' - EXISTING BLOCKING
24GA KYNAR FINISHED STEEL
':‘ KX EDGE METAL, W/CONT. 22GA
‘:‘: STEEL CLEAT FASTENED 6"0C
0:0 160Z 2"W COPPER PICTURE FRAME
0‘0 SCUPPER SLEEVE TRIM, APPLY SEALANT
:‘: ON THREE SIDES
0:0 REDUNDANT LAYERS OF PRESSURE
000 SENSITIVE MEMBRANE FLASHING
“‘ ~ e
QL S 8
QL 160Z COPPER SCUPPER SLEEVE = o
S S < 5
QL 3> 8 g
:‘: |+ c 0B c
> T =
0 6”W REINFORCED PERIMETER = § ey E
‘ FASTENING STRIP, WITH R =
PLATES AND FASTENERS @ 6"0C w2 QR 2
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|
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O D D e o o O A TTITITTT] — — %12 TAPERED POLYISO CRICKET <
H T ' o
Z O
—————1— 3 STAGGERED AND OFFSET Z
— LAYERS OF 2" FLAT POLYISO <C
~— SLOPED STEEL DECK %
— GP# 220235.01

D

4\ DETAIL, ROOF D PARAPET SCUPPER

3 | A5 SCALE: 1-1/2 =T - 0"
M
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—
L
=
L
<O
\) =
' o
Ly | <
o= =
EXISTING RAIN COLLAR OR _
VENT CAP TO REMAN ol_l_ Ly ]
. > I
GROUND o =
| FIELD WRAP ANCHOR WITH = Lt 5
EPDM MEMBRANE FLASHING Nl
| APPLY LAP SEALANT AT ALL N O
CUT EDGES o OO
/GROUND <'| BIZ %
— 1
§ HD POLYISO COVERBOARD o I
. = (D = S
GROUND GROUND GROUND T~ 3 LAYERS OF STAGGERED AND | '_( ~ =
» N )
OFFSET 2.0" FLAT POLYISO =3
- T o . . -
GROUND bl i —— : SO e D NOTE: ROOFING CONTRACTOR IS INCLUDE FAN UNIT IN ~— CD'L'\l ' —
RESPONSIBLE FOR SUB-CONTRACTING A NEW ARREST SYSTEM L EXSTING CONCRETE ROOF DECK LD~
LICENSED LIGHTNING ARREST SYSTEM —+
CONTRACTOR. EXISTING AR TERMINALS % -
MAY BE REUSED IF IN SERVICEABLE _ P
CONDITION. CONTRACTOR TO REPLACE e Do PIPE M O S
— < —~ ANY MISSING OR DAMAGED AR & L — —
/ N N TERMINALS. EXISTING CABLING MAY BE
V. N N REUSED IF IN SERVICEABLE CONDITION.
y \ N BECAUSE OF ELEVATION, THIS BUILDING
, . . IS STRUCK MORE FREQUENTLY THAN
v \ N Y OTHER COUNTY FACLTY 775\ DETAIL, FIELD WRAP FLASHING
/ \. \. CONTRACTOR TO MAINTAIN GROUNDING TRV R
/ \. \ TO THE GREATEST EXTENT POSSIBLE - A5 D112 =1 -
N N DURING ROOFING OPERATIONS. A, A2, A3
N N UPON COMPLETION OF WORK, LIGHTNING
GROUND  * “ GROUND . GROUND . . NGROUND - N ARREST SYSTEM MUST BE CERTIFIED BY N >
a A . A LICENSED LIGHTNING CONTRACTOR.
‘ 4‘ ) ‘ L 2” ‘ J
” b ”
7“2\ EXISTING LIGHTNING ARREST CABLING SCALE: 3/4” = 17 = 0
A5 | A5 SCALE: 1/32" =1-0
NOTE: AR TERMINAL LOCATIONS NOT SHOWN FOR CLARITY AT SCALE.
0 4" 1’
? ) i , ) 2’ FEBRUARY 4, 2022
SCALE: 1—=1/2" = 1" - 0 BID SET
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