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 December 6, 2023 

 
 
ADDENDUM NO:              TWO 
 
TO ALL BIDDERS: 
 
REFERENCE:      
                       RFQ No:        2024-RFQ-4121212   
            Commodity:  Power Backup Batteries for the Emergency Communications Center 
                       RFQ Closing On:  December 12, 2023 
 
Please note the following clarifications and/or changes made to this solicitation: 
 

1. Please see the following questions and answers: 
Question 1 :Does the UPS have one battery system in series? Or is it two battery systems in parallel?   

Answer 1: We have 5 strings of batteries. 

Question 2: Is the UPS system currently under a preventative maintenance contract by the manufacturer 
Liebert or Vertiv?  

Answer 2:  Liebert. 

Question 3: What hours of operation can the installation be performed? Is there a time limit for the 
installation? The delivery hours on the quote state Monday-Friday, 7AM-4PM ET. It states the installation 
and disposal needs to be performed the same day. Does this mean they have from 7AM-4PM to deliver, 
install, and complete the installation on the same day?  

Answer 3: Must be completed in one day but can go past 4pm. 

Question 4: Is there a plan in place for isolating the battery string? Will there be no backup during 
installation by external bypassing the battery system or is the plan to open up the DC breaker during the 
installation?  

Answer 4: We can turn off the string that is being replaced. 

Question 5: Can we park our vehicle by an overhead door/entry point? How close can we get to that door 
if not?   

Answer 5: You can park near the entry point. Maybe 10ft from the door. 

Question 6: What is the distance from that entry point to the battery bank where we can unload the 
batteries? 

Answer 6: Approx 100ft. 
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Question 7: What floor? 

Answer 7:  Ground level. 

Question 8: Can we receive a picture of the cabinet? We need to supply equivalent batteries to the SLF12-
205. The manufacturer who makes the SLF12-205 battery is out of business.  

Answer 8: They are on a rack. Not in a cabinet. 
Question 9: In regard to the 40 x Batteries, what model of UPS are they being loaded into if not the model 
can we get the serial numbers? 
 
Answer 9: The UPS is a Liebert NX with serial number 210120030021010. 

 

Please see below for a picture of the battery rack:  
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2. All other terms and conditions of the solicitation remain unchanged.  Quotations must be received 
in accordance with the solicitation requirements by 12:00PM  ET on December 12, 2023.  Late 
quotes will not be considered. 

 
3. A signed acknowledgement of this addendum must be received by this office attached to your 

quotation.  Signature on this addendum does not constitute your signature on the original 
quotation document.  The original quotation document must be signed also. 

 
       Sincerely, 
 
                                              Lisa Thomas 

Lisa Thomas       
        Buyer  
         Phone: (434) 296-5854  
 
               
Name of Firm      Signature/Title  
 
             
 Date      Printed Name 


