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 DATE March 22, 2024 

 

 

ADDENDUM NO: 1 

 

TO ALL BIDDERS: 

 

REFERENCE:       IFB No:  2024-IFB-6032120    

Commodity: Agnor-Hurt Elementary School Walk in 

Freezer & Cooler Replacement      

   IFB Closing On:  March 28, 2024, at 2:00 PM 

 

Please note the following clarifications and/or changes made to this solicitation: 

 

1. Please see attached Architect Addendum #1, dated March 22, 2024, which includes the 

Pre-bid meeting summary, questions and answers, and sign-in sheet. 

 

2. All other terms and conditions of the solicitation remain unchanged.  Sealed bids must be 

received in accordance with the solicitation requirements by 2:00 PM ET on March 28, 

2024.  Late bids will not be considered. 

 

3. A signed acknowledgement of this addendum must be received by this office attached to 

your bid.  Signature on this addendum does not constitute your signature on the original 

bid document.  The original bid document must be signed also. 

 

       Sincerely, 

 
        

                                                               Andy Neilson 

        On behalf of the County of Albemarle 

          Phone: (434) 243-7922 

 

      

 

               

Name of Firm      Signature/Title  

 

 

               

Date       Printed Name 



 
 

March 22, 2024 
 
 

ADDENDUM NO.: ONE 

TO ALL BIDDERS: 

REFERENCE: IFB No: 2024-IFB-6032120 

Dated: February 20, 2024 

Commodity: Agnor-Hurt Elementary School Walk in  

Freezer & Cooler Replacement  

IFB Closing On: March 28, 2024, at 2 PM 
 

Please note the clarifications and/or changes made to this solicitation: 

Scope of Work Revised: 
The project is generally described as vendor to provide, deliver, uncrate and fully install a walk-in cooler and a 

walk-in freezer, as well as work related to remove and dispose of existing combination walk in cooler/freezer as  

specified in Appendix B & C at Agnor Hurt Elementary cafeteria. 

 

Walk-in Freezer- Vendor to deliver, uncrate and fully install new walk-in freezer. Install trim. Install new 

refrigerant lines through existing chase in roof. Run drain line to front of freezer. Mount lights. Make final 

electrical connections. Evacuate system, ensure proper refrigerant charge. Start and confirm proper operation. 

ACPS to provide proper electrical and disconnect within 5’ of connections. ACPS provides condensate drain 

pump and plumb to outside of building. 

 

Walk-in Cooler- Vendor to bust up and remove existing tile floor and coved tile base. Vendor to remove and 

dispose of existing combination walk in cooler/freezer and refrigeration. Vendor to level existing floor and build 

up with floor leveling compound to make recess be 4”. Vendor to deliver, uncrate and fully install new walk-in 

cooler. Install trim. Install new refrigerant lines through existing chase in roof. Run drain line to outside. Mount 

lights. Make final electrical connections. Evacuate system, ensure proper refrigerant charge. Start and confirm 

proper operation. ACPS to provide proper electrical and disconnect within 5’ of connections. 

 

 

Sheet Updated: 
Appendix C 



Prebid Questions: 

1. Who is responsible for fire sprinkler system?

a. ACPS will uninstall and reinstall fire sprinkler system in walk in cooler & freezer.

Please see attached Pre-Bid Agenda, Attendance Sheet, and Revised Appendix C. 



ALBEMARLE COUNTY PUBLIC SCHOOLS 

PRE-BID CONFERENCE AGENDA 

IFB #2024-IFB-6032120 

PROJECT: Agnor-Hurt Elementary School Walk-in Freezer & Cooler Replacement   (434) 973-5211 

LOCATION: 3201 Berkmar Dr, Charlottesville, VA 22901 (school site) DATE:  3/13/2024:  2:00 p.m. 

1. INTRODUCTIONS and SIGN-IN

2. PROJECT PERSONNEL:

Purchasing:  Andy Neilson 434-2965854 x 77922 

Owner’s Rep/PM: April Newton 434-975-9340 x 1033 

Architectural/Engineering Firm:  Lane Marketing Group  

Architectural/Engineering Rep  Steve Houck 804-730-0300  

3. PROJECT SCOPE

The scope is described as vendor to provide, deliver, uncrate and fully install a walk-in cooler and a walk-in

freezer, and shelving units as well as work related to remove and dispose of existing combination walk in

cooler/freeze.

Cost Range:  $75,000-$150,000 

4. SCHEDULE

Bids Due:  Thursday, March 28, 2024, at 2:00 p.m.  

Construction Start:  June 10, 2024  

NOTICE TO PROCEED will be issued no later than May 1, 2024 

Construction Finish (Substantial Completion): August 2, 2024 

Delivery Times:  

Coordinate with PM 72 hours notice; 

No restrictions when school is not in session (mid-June through late-August) 

Damages for Delay per Supplemental General Conditions (Item 2 – Section 42):   

$1,000 /calendar day for Substantial Completion and 

$500 / calendar day for Final Completion. 

5. BID DOCUMENTS

Plans, project specifications, Addendums, Bid tabulations and other documents are 

available at: http://www.albemarle.org/department.asp?department=purchasing 

Plans 

Project Manual 

Addenda 

6. BID REQUIREMENTS

A. INSTRUCTIONS TO BIDDERS

1. Pre-Bid Question Form and Procedures

2. Read Full instructions

3. Withdrawal or Modification of Bids (see Item 6 in Instructions for proper procedure)

4. Instructions to Bidders,

5. Bid Guarantee.  Any bid, including the Total Base Bid plus all Additive Bid Items, which

exceeds one hundred thousand dollars ($100,000) shall be accompanied by a Bid Bond

payable to the Owner as oblige in an amount equal to five percent (5%) of the amount of the

bid.

http://www.albemarle.org/department.asp?department=purchasing


 

 

B.  REQUIREMENTS:  

1. Bid Form 

COMPLETE All Parts:  

TOTAL BASE BID 

Acknowledge addenda – the last addendum will be posted on Friday, 03/22/2024; 

This includes acknowledgement ON the bid form AND attachment of the signed  

cover sheets for the addenda WITH the bid paperwork.  

 

2. A Bid Bond is not required for this project if the Bid amount is $100,000 or less. However, a Bid 

Bond is required if the Bid amount exceeds $100,000 and it MUST accompany the bid form at the 

time of submission.  

3. State Corporation Commission & Registered Agent Form 

4. Vendor Data Sheet 

5. Certification of Crimes Against Children 

6. Ensure a company officer or an officially authorized person signs the Bid Form  

7. Ensure the bid bond identifies the name and address of an attorney-in-fact who is appointed to act 

on behalf of the surety within the Commonwealth of Virginia.  The address shall be within the 

Commonwealth of Virginia.  The attorney-in-fact shall affix to the bond a certified and current copy of 

the power of attorney (Instructions to Bidders, 5. Bid Guarantee, (a), 3rd and 4th sentences).  

 

 

C.  BID RECEIPT: 

1. Clearly marked 

2. Confirmation of bid location, date and time:  

 

Purchasing Office, room 248 or drop-off lockbox , Albemarle County Office Building 

401 McIntire Road, Charlottesville, VA  

Bids Received by 2:00 pm on March 28, 2024 

Bids Opened and Read virtually at 2:30 pm on March 28, 2024 via Microsoft Teams link 

provided in project manual. 

NOTE: No bids will be accepted after 2:00 pm 

Bids and bid modifications MAY NOT BE FAXED. 

3. Bid Receipt Protocol if Building is Closed – refer to the 2nd paragraph in the Invitation for Bids: If 

the County of Albemarle is closed for business at the time scheduled for bid opening, for whatever 

reason, sealed bids will be accepted and opened on the next scheduled business day, at the originally 

scheduled time).  

4. Address of County website for determining whether building is closed:  https://www.albemarle.org/  

 

 

7. CONTRACT DOCUMENTS 

General Conditions, Supplemental General Conditions, School Special Conditions, Contract; 

NOTE: AC Mark-ups are now 10% and 10% for GC and SC Changes; 

 

8. SPECIAL CONCERNS  

A. Owner Occupancy; Existing Building Operations take precedence;  

No contact with students, faculty, staff  

B.  Work Hours, Deliveries and Noise Ordinance  

 C. Protection of Adjacent Areas including landscaping & facilities (Contractor Responsibility) 

 D. OSHA / VOSH Regulations (where applicable). 

 

 

 

 

 



9. JOBSITE SAFETY AND PROTECTION 

 (The following will be reviewed and approved by Owner, Review specifics’ that might affect COST)  

Access 

Site Limitations 

Staging, Storage, and Lay-Down Area 

Utilities (use of Owner’s Water and Power is allowed but shall not be abused) 

Temporary Offices not required 

Contractor Parking 

Delivery Times 

Sanitary Facilities (contractor-furnished portable toilet) 

Exterior Enclosure-Control Partitions 

 

10.  ADMINISTRATION   

A.  Retainage: 5%  

B. Coordination through Owner’s Representative 

C. First Payment requires receipt and approval of Schedule, Schedule of Values and Submittal log 
 

11. No separate Owner contracts. 

 

12. Addenda: Final Addenda Friday, March 22, 2024. Note the deadline for final questions is Wednesday, 

March 20, 2024 to ensure they can be answered in the final addendum.  

 

13. Procedural Pre-Bid- Questions or Items to be Clarified?  

 

14. Building Walk Through of Project Areas  

Additional Field Visits April Newton  (O) 434-975-9340 x 1033 (C) 434-310-1028







 

Appendix C 
 
 
 

 

Agnor Hurt Elementary School Walk in Freezer 

Specifications 2/20/2024 

 
Provide (1) each new combination Walk in freezer. Basis of Design to be Kolpak, substitutions must be submitted 

and agreed to as outlined in the contract documents, with the following features and options as described below and 

per attached drawing: 

 
Size shall be 11’ 7” x 9’ 8” x 8’6” high as shown on drawing. 

 
Panels 

Each panel shall be filled with rigid “Foamed-In-Place” urethane having a thermal conductivity (K factor) of 0.138 

BTU/hr./ft2 per degrees Fahrenheit/inch and an overall coefficient of heat transfer (U factor) of not more than 0.034. 

“R” factor shall be 29 or greater. Insulation shall have a 97% closed cell structure. Overall thickness shall be 4". Fire 

hazard classification according to ASTME-84 (UL 723) is a flame spread rating of 25* or less and certified with UL 

label. Factory Mutual approved and listed. 

 

Exterior Wall panels shall have a 26 gauge galvalume embossed finish. 

Interior Wall panels shall have a 26 gauge white galvalume embossed finish 

 

Exterior Ceiling panels shall have a 20 gauge embossed finish. 

Interior Ceiling panels shall have a 26 gauge white galvalume embossed finish 

 
 

Freezer floor panels shall be 4” thick, class 1, foamed in place, .100 thick diamond tread aluminum with heavy 

duty ERA bracket technology. The floors must have a heavy duty rolling cart load capacity of 1000 lbs per 

square foot. 

 

Provide an interior ramp. 

 

Basis of Design, substitutions must be submitted and agreed to as outlined in the contract documents. 

 

Walk-in doors shall be constructed of foamed-in-place urethane with heavy steel door frame and jamb with anti- 

condensate heater. Door frames shall consist of heavy reinforced 12 ga. steel “U” channel frame to encompass entire 

perimeter of opening, foamed-in-place to give extra support and rigidity to frame and to prevent racking, distortion, 

warping and twisting. The door frames shall feature an easily replaceable PVC bulb type double lined magnetic steel 

core gasket on and an adjustable vinyl sweep gasket at the door bottom. No wood members of any type shall be part 

of the construction or assembly of wall panels, door frame panels or door. The door leafs shall be 34" x 78" with 

positive latch, key lock, Kason 28 with locking assembly and inside safety release and chrome plated hardware, 

spring loaded hinges and automatic door closer with Kason 1094 w/ cover and hook. Provide heater wires and Kason 

1345 adjustable spring assisted hinge. Door panels shall contain a pre-wired, illuminated light switch and dial 

thermometer. Door panels shall contain a UL Approved Kason 1803 LED light fixture with bulb, globe and nightlight 

centered over the inside door opening and pre-wired to switch. Doors hinged as shown on drawing. 

 

Provide trim on left and right side of walls where butts adjacent walls. Also provide top enclosure panel. 

 

Diamond Aluminum wainscot to be provided on exterior front wall and door. 

 
 

Furnish (1) each additional ceiling mounted 48” LED light fixtures to be installed and wired to door switch. 

 

Provide Model HAR-C2-N1 Kolpak Air Shield mounted on wall panel on hinged side of door.1 

 

The refrigeration system shall be Kolpak pre assembled systems with precharged condensors, as listed below: 

Basis of Design : Freezer (1) each KPC48LZOP-2E, 208-230/60/3, 3-1/2HP, R448A, Pre-Charged, Air- 



 

Cooled, Scroll, Low Temp Standard Compressor Units, with (1) KEL26-066-2EC-PR-8, 208/230/-60-1, R448A, 

Low Temp, Electric Defrost, Standard Unit Coolers 

 

Walk in panels to have 10 year warranty. 

Compressor to have 5 year warranty. 

Entire refrigeration system to have 2 year parts and labor warranty. 

 

Basis of Design Cambro Shelving, substitutions must be submitted and agreed to as outlined in the contract documents. 

Provide (1) lot per the drawing and as listed below: 

(2)Each Model EXU215472V4480 starter unit 

(2)Each Model EXA184272V4480 Add-on units 

(1)Each Model EXA214872V4480 Add on unit 

(2)Each Model EXA215472V4480 Add-on units 

(5)Each Model CSDS21H6480 dunnage stand supports 

(1)Each Model CSDS18H6480 dunnage stand support 

(3)Each Model EXCC4480 corner connector sets 

 

 








