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PARTIAL POWER RISER - DEMOLITION

POWER RISER DEMOLITION NOTES

<‘> REMOVE EXISTING PANEL, INCLUDING THE ENCLOSURE. RETAIN ALL EXISTING FEEDER AND
BRANCH CIRCUIT WIRE AND CONDUIT FOR RECONNECTION TO NEW REPLACEMENT PANEL.
SEE PANELBOARD SCHEDULE FOR MORE DETAILS.

@ REMOVE EXISTING PANEL, INCLUDING THE ENCLOSURE. REMOVE ALL ASSOCIATED FEEDERS
BACK TO SOURCE. EXISTING CONDUIT MAYBE REUSED IF CORRECT SIZE PER NEC. RETAIN
ALL ASSOCIATED BRANCH CIRCUIT WIRE AND CONDUIT FOR RECONNECTION TO NEW
REPLACEMENT PANEL. SEE PANELBOARD SCHEDULE FOR MORE DETAILS. EXISTING PANEL
‘D' (100A) IS FED FROM A 50A/2P BREAKER IN PANEL ‘D’ (225A). TURN OFF AND UPDATE

PANEL DIRECTORY TO 'SPARE’.
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PARTIAL POWER RISER - NEW WORK

POWER RISER NEW WORK NOTES

@ NEW REPLACEMENT PANEL IN PLACE OF EXISTING. EXISTING ENCLOSURE SHALL NOT BE REUSED.
RECONNECT ALL EXISTING RETAINED FEEDER AND BRANCH CIRCUIT WIRE AND CONDUIT. BREAKER
LAYOUT IN REPLACEMENT PANEL SHALL MATCH EXISTING TO AVOID ANY SPLICES. CUT BACK
EXISTING WIRE AND CONDUIT AS NEEDED TO ALLOW FOR RECONNECTION. ALSO PROVIDE NEW
PULL BOXES AS NEEDED TO ALLOW FOR RECONNECTION OF EXISTING WIRE AND CONDUIT. PATCH
AND PAINT AROUND REPLACEMENT PANELS TO MATCH ADJACENT SURFACES. SEE PANELBOARD

SCHEDULE FOR MORE DETAILS.

@ NEW REPLACEMENT PANEL IN PLACE OF EXISTING. EXISTING ENCLOSURE SHALL NOT BE REUSED.
PROVIDE NEW FEEDER AS SHOWN. RECONNECT ALL EXISTING RETAINED BRANCH CIRCUIT WIRE

AND CONDUIT. BREAKER LAYOUT IN REPLACEMENT PANEL SHALL MATCH EXISTING TO AVOID ANY

SPLICES. CUT BACK EXISTING WIRE AND CONDUIT AS NEEDED TO ALLOW FOR RECONNECTION.
ALSO PROVIDE NEW PULL BOXES AS NEEDED TO ALLOW FOR RECONNECTION OF EXISTING WIRE
AND CONDUIT. CONTRACTOR SHALL SAW CUT EXISTING WALLS AS NEEDED TO ALLOW FOR THE
INSTALLATION OF NEW ENCLOSURES. PATCH AND PAINT AROUND REPLACEMENT PANELS TO MATCH
ADJACENT SURFACES. PROVIDE EXTENDER RINGS FOR RECESSED PANELBOARDS, SO THAT THE COVERS

WILL BE FLUSH WITH THE WALL TILES. WALL TILES AROUND REPLACEMENT PANELBOARDS WILL BE

REPLACED BY OWNER. SEE PANELBOARD SCHEDULE FOR MORE DETAILS.

(3) 100A, 38 — (4) #3, (1) 48 G, 1-1/4" C.

(4) 100A, 16, W/VOLTAGE DROP — (3) #2, (1) #6 G, 1-1/4" C.

@ REWORK EXISTING PULL BOX AND THE TROUGH BETWEEN PULL BOX AND PANEL 'MDP’, TO ALLOW

FOR RECONNECTION OF EXISTING FEEDERS. PROVIDE NEW 3" CONDUITS AS NEEDED.

TO POWER COMPANY
POLE MOUNT
TRANSFORMERS

A.  THE CONTRACTOR SHALL VISIT THE SITE AND INSPECT THE ELECTRICAL SYSTEMS TO FOR ALL NEW AND REPLACEMENT PANELBOARDS, SYMBOL DESCRIPTION
DETERMINE THE EXTENT OF THE DEMOLITION WORK REQUIRED AND INCLUDE PRICE FOR PROVIDE LABELS INDICATING THE FOLLOWING:
SAME IN BID. PANEL NAME - 120/208V PANELBOARD. MAINTAIN ALL NEC CLEARANCES.
ELECTRICAL DEMOLITION WORK SHALL BE COORDINATED WITH OWNER. SOURCE (FED FROM)
CONTRACTOR SHALL DE—ENERGIZE ALL CIRCUITS ASSOCIATED WITH EQUIPMENT BEING AMPS <> DEMOLITION NOTE
REMOVED BEFORE STARTING DEMOLITION. LOCK OUT AND TAG OUT ALL DE—ENERGIZED VOLTAGE @ NEW WORK NOTE
CIRCUITS TO PREVENT FROM ACCIDENTAL RE—ENERGIZATION. SVT'RAES%YQQ- (SLF /SS;QDUCTORS
ALL FIXTURES, DEVICES AND EQUIPMENT SHOWN DASHED AND ASSOCIATED WIRING SHALL
BE REMOVED. WIRE AND CONDUIT SIZE © PANEL SCHEDULE NOTE
1. REMOVE ALL WIRE BACK TO SOURCE, UNLESS OTHERWISE NOTED. EXISTING CONDUIT AVAILABLE FAULT CURRENT AND DATE OF LABEL U.ON. UNLESS OTHERWISE NOTED
MAY BE REUSED, IF CORRECT SIZE PER NEC. REMOVE ALL UNUSED CONDUIT BACK ARC FLASH LABELS PER NEC
TO SOURCE. AFF ABOVE FINISHED FLOOR
2. CUT CONDUIT FLUSH WITH FLOOR AND SEAL FLUSH WITH FLOOR WHERE CONDUIT IS
STUBBED UP ABOVE FLOOR. ABANDON THE REST OF THE CONDUIT RUN IN PLACE. TYP. TYPICAL
REMOVE ALL WIRE BACK TO SOURCE.
3. PROVIDE BLANK COVER PLATES TO MATCH EXISTING FOR UNUSED BOXES. wp WEATHER PROOF
ALL SHOWN LIGHT IS EXISTING TO REMAIN
B.  ALL ELECTRICAL ITEMS DESIGNATED “ETR”(EXISTING TO REMAIN) SHALL REMAIN ALL SHOWN DASHED IS TO BE REMOVED ETR EXISTING TO REMAIN
DURING DEMOLITION AND SHALL BE PROTECTED FROM DAMAGE. ALL SHOWN DARK IS NEW WORK
EX EXISTING
C.  PROVIDE NEW PANEL DIRECTORIES FOR ALL PANELS ASSOCIATED WITH THIS WORK.
SHOW ROOM NUMBERS AS ASSIONED BY OWNER TO ROOMS AND NOT ARCHITECTURAL CLASSROOM ROOM NAME
DRAWING ROOM NUMBERS. TRACE OUT ALL CIRCUITS ASSOCIATED WITH THE PANELS AND
MARK THE NEW DIRECTORIES CORRECTLY AND WITH THE NEW ROOM NUMBERS. MLO MAIN LUGS ONLY
CONTRACTOR SHALL PROTECT ALL DEVICES, FIXTURES,
D. PAINT EXISTING SURFACES THAT BECOME EXPOSED AS THE RESULT OF DEMOLITION EQUIPMENT, FLOORS, OVERHANGS, HARDWARE, WALLS, MCB MAIN CIRCUIT BREAKER
WHERE NEW WORK NO LONGER CONCEALS. DOORS, FINISHES, ETC. FROM DAMAGE. PROVIDE DIGITAL
PICTURES OF EXISTING FINISHES BEFORE START OF WORK A AMPERES
TO VERIFY DAMAGE CLAIMS. REPAIRS TO EXISTING WORK VLTS
SHALL BE AT CONTRACTOR’S EXPENSE. v
p PHASE
W WIRE
P POLE
¢ CONDUIT
G GROUND
EC EMPTY CONDUIT WITH NYLON PULL STRING AND CONDUIT BUSHING.
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NEW REPLACEMENT PANELBOARD "MDP" SCHEDULE NEW REPLACEMENT PANELBOARD "D2" SCHEDULE @
600A, 120/208V, 38, 4W, SN, GND BUS, SURFACE MOUNTED, NEMA—1 INDOOR ENCLOSURE 100A, 120/208V, 18, 3W, SN, GND BUS, RECESSED, NEMA—1 INDOOR ENCLOSURE (APPROX. EX. ENCLOSURE DIMENSIONS: 20"W x 29"H x 5.75°D)
600A MLO, 42KAIC FULLY RATED (AVAILABLE FC = 30,284 AMPS) 100A MLO, 10KAIC FULLY RATED (AVAILABLE FC = 2,116 AMPS)

LOAD WIRE | BKR. CKT|__ PHASE  |ckT BKR. |WIRE LOAD LOAD _ \WIRE|BKR. CKT|__ PHASE  |ckT BKR. |WIRE|___LOAD
LOAD SERVED T 5 T o lawe e P o T 5 < 1no POE| TP S 2 T 5 T ¢ LOAD SERVED LOAD SERVED T 5 el e PO o [ =1wo POE RS2 T 5 LOAD SERVED
EX 1 [e ~| 2 EX EXISTING LOAD (D] EX ExX| 20 1|1 |~e—2I~[ 2] 1 [20][EX]| EX EXISTING LOAD
EXISTING GYM PANEL '8’ EX EX [225| 3 | 3 |[~—e—t] 4 | 3 [100 RfSEEE FX REPLACEMENT PANEL 'E’ EXISTING LOAD EX [Ex |20 1 |3 |~———e~[ 4] 1|20 [Ex EX |[EXISTING LOAD
EX 5 |~ | 6 EX EXISTING LOAD EX X |20 1[5 ~e—21I~[6] 1|20 [Ex]| EX EXISTING LOAD
EX 7 [e ~| 8 EX EXISTING LOAD Ex [ex [20] 1 |7 [~—@~[ 8] 1] 15 [EX EX |[EXISTING LOAD
EXISTING PANEL 'A’ EX EX 100 3 | 9 [~—e—+~[10| 3 [100 |EX EX EXISTING PANEL 'C’ EXISTING LOAD (D] Ex EX|20] 1 ]9 |~e—1I~[10] 1 |20 |EX | EX EXISTING LOAD
EX 11 [ o 12 EX EXISTING LOAD © EX |[Ex |20 1 | 11|~—e~[12] 1 | 20 [EX EX |[EXISTING LOAD
X 13 | e ~[ 14 EX EXISTING LOAD EX Ex | 20| 1 [13|~——I~[14] 1 | 20 [EX | EX EXISTING LOAD
NEW PANEL F' X |SsE|-:ER 100] 3 [15 |[~—e—]~|16] 3 |225|EX EX EXISTING PANEL D' EXISTING LOAD EX [Ex [20] 1 [15]~—@e~[16] 1 |20 X X |SPARE
X 17 [ | 18 EX EXISTING LOAD EX X |20 1 [17|~e—I~[18] 1 |20 x | X SPARE
X 19 e ~[ 20 SEE| EX - SPARE X |x |20] 1 [19|~—e~[20] 1 |20]x X |SPARE
SPARE X x [100] 3 [ 21 [~——~ 22| % | RistR EX REPLACEMENT PANEL D2 SPARE X X [ 20] 1 |21]~e—~[22] 1 ]20]x | x SPARE
X 23 [ o241 | x | X X [SPACE SPARE X | x 20| 1 |23|~—e~|24] 1 | 20]x X |SPARE
X 25 |e ~| 26 X SPARE X X [ 20] 1 |25]~¢—1I~[26] 1 [20]x | x SPARE
SPACE X X | X | 3 [27]~"—e—1~[28] 3 | X |X X SPACE SPARE X | x [20] 1 [27]~—+&~[28] 1 [ 20]x X [SPARE
X 29 |~ & | 30 X SPARE X X [20] 1 [29]~—~[30] 1 [20]x | X SPARE
NOTES: NOTES: (1) EXISTING BREAKER IN EXISTING PANEL HAS TWO WIRES CONNECTED TO IT. REWRE TO TWO SEPARATE BREAKERS IN NEW PANEL.
(2) PROVIDE (2) 1-1/4" EC'S STUBBED ABOVE NEAREST ACCESSIBLE CEILING FOR FUTURE USE. PROVIDE LABELS 'D2, 1-1/4", FUTURE USE'.
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NEW REPLACEMENT PANELBOARD "E" SCHEDULE @ NEW PANELBOARD "F" SCHEDULE
100A, 120/208V, 38, 4W, SN, GND BUS, RECESSED, NEMA—1 INDOOR ENCLOSURE (APPROX. EX. ENCLOSURE DIMENSIONS: 14"W x 24”H x 5°D) 100A, 120/208V, 38, 4W, SN, GND BUS, SURFACE MOUNTED, NEMA—1 INDOOR ENCLOSURE
100A MLO, 10KAIC FULLY RATED (AVAILABLE FC = 3,881 AMPS) 100A MLO, 22KAIC FULLY RATED (AVAILABLE FC = 19,611 AMPS)
LOAD WIRE| BKR. CKT|__ PHASE  |ckT BKR. |WIRE LOAD LOAD WIRE| BKR. CKT|__ PHASE  |ckT BKR. |WIRE LOAD
LOAD SERVED A 18 [ c szt re| O N[ A B ¢ |No| O wRelSZE A T B ] C LOAD SERVED LOAD SERVED A T8 ] c sz re| O No[ A B8 ¢ N0l wRelsizE A T B | ¢ LOAD SERVED
EXISTING LOAD EX EX[20] 1 |1 [ e ~l2 11 |20 |EX | EX EXISTING LOAD SPARE X X [20] 1] 1] e ~l2 1120 x | X SPARE
EXISTING LOAD EX Ex |20 1|3 [~—e—~[4] 1|20 |EX EX EXISTING LOAD SPARE X X [20] 1|3 [~—e—| 4] 1]20]x X SPARE
EXISTING LOAD EX [EX | 20| 1 | 5 |™ o~ 6| 1 |20 |EX EX |[EXISTING LOAD SPARE X [ x [20] 1|5/~ o~ 6| 1 ]20]xX X |SPARE
EXISTING LOAD EX EX|[20] 1|7 [ e ~l 8] 1|20 |Ex | EX EXISTING LOAD SPARE X X |20 17 [ e ~l8l 1 ]12]x | x SPARE
EXISTING LOAD EX EX[20] 1 |9 [~—e—I~[10] 1 ]20]x X SPARE SPARE X X [20] 1|9 [~1—e—[10] 1 ]20]x X SPARE
EXISTING LOAD EX [Ex [ 20 ] 1 | 11]~ o121 20X X [SPARE SPARE X [ x [20] 1 |11]~ o121 1 20X X [SPARE
SPARE X X [ 20] 1 [13] e ~l14] 1 | 20 |EX | EX EXISTING LOAD SPARE X X [ 20] 1 [13] e ~l1al 1120 x | X SPARE
EXISTING LOAD EX ExX [ 20] 1 [15]~—e—]~[16] 1 | 20] X X SPARE SPARE X X | 20] 1 [15]~—e—1[16] 1 | 20 ] X X SPARE
EXISTING LOAD EX [Ex [ 20 ] 1 [17 [~ o~[18 | 1 | 20 |EX EX [EXISTING LOAD SPARE X [ x [20] 1 [17]~ o~[18] 1 |20 X X [SPARE
SPARE X X |20 1 |19 ][e ~l20] 1 |20 |EX | EX EXISTING LOAD SPARE X X | 20] 1 [19] e ~l20l 1120 x | X SPARE
SPARE X X [ 20] 1 | 21]~—e—1~[22] 1 | 20 |EX EX EXISTING LOAD SPARE X X |20 1 |21|~—e—1[22] 1] 20] X X SPARE
SPARE X [ x [20] 1 [23]~ o~ 24| 1 |20 |EX EX [EXISTING LOAD SPARE X [ x [20] 1 |23~ o241 1 20X X [SPARE
SPARE X X [ 20] 1 [25] e ~l26] 1120 x | X SPARE SPARE X X | 20] 1 [25] e ~l2e| 1120 x | X SPARE
SPARE X X |20 1 [27]~—e—1~[28] 1 |20 ] X X SPARE SPARE X X | 20] 1 |27]~—e—1[28] 1 | 20 ] X X SPARE
SPARE X [ x [20] 1 [29]~ ¢~ [30] 1 ] 20X X [SPARE SPARE X [ x [20] 1 |29]m ¢~ [30] 1 |20 x X [SPARE
NOTES: (1) EXISTING BREAKER IN EXISTING PANEL HAS TWO WIRES CONNECTED TO IT. REWIRE TO TWO SEPARATE BREAKERS IN NEW PANEL. NOTES:
(2) PROVIDE (2) 1-1/4" EC'S STUBBED ABOVE NEAREST ACCESSIBLE CEILING FOR FUTURE USE. PROVIDE LABELS 'E, 1-1/4", FUTURE USE'.

NO. DATE: DLESCRIPTION

\.

PANELBOARDS GENERAL NOTES:

A. CONTRACTOR SHALL VERIFY AND PROVIDE LOCKABLE BREAKERS WITH RED IDENTIFICATION LABELS FOR ALL FIRE ALARM
AND NAC PANEL CIRCUITS.

B. PROVIDE NEW DIRECTORIES IN ALL NEW PANELBOARDS WITH ALL CIRCUITS TRACED. EXISTING DIRECTORIES SHALL NOT BE
DUPLICATED WITHOUT TRACING THE CIRCUITS.

D. WHERE THERE IS NO EXISTING EQUIPMENT GROUND CONDUCTOR RUN WITH THE FEEDERS, CONTRACTOR SHALL BOND
ASSOCIATED METALLIC CONDUIT TO GROUND BAR IN NEW REPLACEMENT PANEL, AS PER NEC. CONTRACTOR SHALL TEST AND
VERIFY CONTINUITY OF EXISTING METALLIC CONDUIT.

D. CLEAN OFF DUST FROM ALL EXISTING FEEDER AND BRANCH CIRCUIT WIRING BEFORE RECONNECTING TO NEW PANELBOARDS.
E. ALL EXISTING WIRING SHALL BE NEATLY ARRANGED/BUNDLED IN NEW PANELBOARDS. REMOVE ANY TEMPORARY WIRE TIES.
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FLOOR PLAN - ELECTRICAL DEMOLITION AND NEW WORK

SCALE: 1/8" = 1'-0"

ELECTRICAL DEMOLITION NOTES

<> REMOVE EXISTING PANEL, INCLUDING THE ENCLOSURE. RETAIN ALL EXISTING FEEDER AND
BRANCH CIRCUIT WIRE AND CONDUIT FOR RECONNECTION TO NEW REPLACEMENT PANEL.
SEE POWER RISERS AND PANELBOARD SCHEDULE FOR MORE DETAILS.

@ REMOVE EXISTING PANEL, INCLUDING THE ENCLOSURE. REMOVE ALL ASSOCIATED FEEDERS
BACK TO SOURCE. EXISTING CONDUIT MAYBE REUSED IF CORRECT SIZE PER NEC. RETAIN
ALL ASSOCIATED BRANCH CIRCUIT WIRE AND CONDUIT FOR RECONNECTION TO NEW

REPLACEMENT PANEL. SEE POWER RISERS AND PANELBOARD SCHEDULE FOR MORE DETAILS.

<3> EXISTING WALL THAT IS WITHIN THE NEC CLEARANCE OF PANEL 'MDP" WILL BE DEMOLISHED

ELECTRICAL NEW WORK NOTES

@ NEW REPLACEMENT PANEL IN PLACE OF EXISTING. EXISTING ENCLOSURE SHALL NOT BE REUSED.
RECONNECT ALL EXISTING RETAINED FEEDER AND BRANCH CIRCUIT WIRE AND CONDUIT. BREAKER
LAYOUT IN REPLACEMENT PANEL SHALL MATCH EXISTING TO AVOID ANY SPLICES. CUT BACK
EXISTING WIRE AND CONDUIT AS NEEDED TO ALLOW FOR RECONNECTION. ALSO PROVIDE NEW
PULL BOXES AS NEEDED TO ALLOW FOR RECONNECTION OF EXISTING WIRE AND CONDUIT. PATCH
AND PAINT AROUND REPLACEMENT PANELS TO MATCH ADJACENT SURFACES. SEE PANELBOARD
SCHEDULE AND POWER RISERS FOR MORE DETAILS.

@ NEW REPLACEMENT PANEL IN PLACE OF EXISTING. EXISTING ENCLOSURE SHALL NOT BE REUSED.

CLASSROOM CLASSROOM
X016 X015

z

CLASSROOM
X012

CLASSROOM
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5Y OWNER. PROVIDE NEW FEEDER AS SHOWN IN THE POWER RISER. RECONNECT ALL EXISTING RETAINED COMM. NO. DATE
BRANCH CIRCUIT WIRE AND CONDUIT. BREAKER LAYOUT IN REPLACEMENT PANEL SHALL MATCH
EXISTING TO AVOID ANY SPLICES. CUT BACK EXISTING WIRE AND CONDUIT AS NEEDED TO ALLOW ( 24073 ) (1—9—25)
FOR RECONNECTION. ALSO PROVIDE NEW PULL BOXES AS NEEDED TO ALLOW FOR RECONNECTION
OF EXISTING WIRE AND CONDUIT. CONTRACTOR SHALL SAW CUT EXISTING WALLS AS NEEDED TO
ALLOW FOR THE INSTALLATION OF NEW ENCLOSURES. PATCH AND PAINT AROUND REPLACEMENT SHEET NO.

PANELS TO MATCH ADJACENT SURFACES. PROVIDE EXTENDER RINGS FOR RECESSED PANELBOARDS,
SO THAT THE COVERS WILL BE FLUSH WITH THE WALL TILES. WALL TILES AROUND REPLACEMENT
PANELBOARDS WILL BE REPLACED BY OWNER. SEE PANELBOARD SCHEDULE AND POWER RISERS
FOR MORE DETAILS.

@ NEW ADDED PANEL. SEE POWER RISERS AND PANELBOARD SCHEDULE FOR MORE DETAILS. CUT BACK
(2) EXISTING 4" CONDUITS IN THIS LOCATION TO ALLOW FOR THE INSTALLATION OF NEW PANEL.
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