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 Date:  March 26, 2021 
 
 

ADDENDUM NO: TWO 
 
TO ALL BIDDERS: 
 
REFERENCE:     IFB No:             2021-059-IFB-03313 
 Commodity:      Lead Abatement Services  
 IFB Due On:     Wednesday, March 31, 2021 
 
Please note the Questions and Answers and clarifications and/or changes made to this solicitation. 

 
Question:  Is the Contractor responsible for all Hazardous waste including all Filters YES, Fluorescent 
bulbs, YES, PPE Only that used by the contractor during the cleaning event etc? 
Answer: Above with Question 
 
Question:  Do you have any count of how many bulbs we will need to replace/dispose of annually? 
Answer:  That Task is include as an “if needed” basis.  To date we have not used this service.   
 
Question:  Will cleaning of the baffles above the range floor be required under this RFQ?  YES  (I realize 
they are horizontal surfaces, but are not always required) if so, how many baffles are there 22 total (11 per 
range) and are they accessible by a ladder or is there access from above? (By ladder) 
Answer:  Above with Question 
 
Questions and Answers Together: 
What floor of the building is the range on?  This is a single floor structure. 
If not the first floor, is there an elevator?  N/A 
Who is the manufacturer of the bullet trap?  Savage 
What type of bullet trap do you have? Model 800R Granulated Rubber Trap, 
How wide is each trap?  Approximately 33 feet 6 inches 
How tall is each trap?  Approximately 8 feet 9 inches at its highest point 
How long is the shooting range floor from the point of fire to the base of the trap?  Max distance 
approximately 149 feet 
Does the range have shooters booths No and a target track system?  Yes 
Where is your ventilation system located? Roof? mechanical room?  The AHUs are located in the 
mechanical rooms adjacent to the ranges. 
Do we need a ladder to access the filters?  No 
Is there a ballistic wall separating the two ranges? Yes 
Are there mobile bullet traps? Yes What type? Range System model TP5003 How many are 
there? Four Are they in a separate range or on stands?  They are on stands that are positioned in 
either range as needed. 
How often do you change the pre-filters, cartridge filters, and HEPA filters?  Four times per year. 
How many of each filter are there in the unit? Is there more than one unit?  There are two 
AHU’s.  The following is the breakdown by unit: 
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AHU-1: 
5 HEPA:  19 3/8” x 23 3/8” x 11 1/2" 
10 HEPA:  23 3/8” x 23 3/8” x 11 1/2" 
5 MERV 15:  19 3/8” x 23 3/8” x 11 1/2" 
10 MERV 15:  23 3/8” x 23 3/8” x 11 1/2" 
5 Pleated: 19 3/8” x 23 3/8” x 2" 
10 Pleated:   23 3/8” x 23 3/8” x 2" 
 
AHU-2 
15 HEPA 19 3/8” x 23 3/8” x 11 1/2" 
15 MERV 15: 19 3/8” x 23 3/8” x 11 1/2" 
15 Pleated:   19 3/8” x 23 3/8” x 2” 
 
How many fluorescent tubes do you need in one year? Can we store enough for a year onsite and 
dispose of them when the container is full?  The Owner will supply replacement bulbs. 
How much weapons cleaning fluid is used quarterly?  Currently none.  Task is included on an if 
needed basis.  
Is this facility tax exempt?  The facility is co-owned by one state agency and two local 
governments 
Do you have a Federal EPA number for the disposal of hazardous waste?  No, the County falls 
into the conditionally exempt small quantity generator category 
Will you conduct background checks on the technicians?  No.  The Contractor, however, is 
required to ensure all personnel assigned to this work are qualified/trained to do so. 
Do we have to follow a prevailing wage schedule to quote this work? No If so, which one?  
How many hours per day can we work?  Typically between 7 a.m. to 5 p.m.      
Can we store equipment onsite if we get the contract?  During the actually cleaning event, yes.  
Otherwise, no. 
Can you provide photos of the range and rooms to be cleaned?  Photos attached.  Due to 
size/configuration of spaces, the photos are limited in what they portray.  Highly recommend 
participating in the on-site pre-bid conference. 
 
 What will the contractor be responsible for in the mechanical room/s?  Generally, we would address the area 
immediately around the filter cabinet and clean that when we are changing filters, but not the room in its entirety.  Can 
you please let us know the extent of our responsibility in cleaning all or part of the mechanical room after each filter 
change.  This is specified in Section IV.B.1.a. and Section IV.B.2. of the IFB. 
 
 Is the contractor to remove lead from the backstop on just one of the quarterly visite or on multiple visits.  Bullets are 
removed from the traps on an as needed basis based on the number of rounds expended subsequent to the last 
removal.  In the first five years of range operations, we have removed bullets on one occasion 
 
Interested bidder submits the following questions regarding 2021-059-IFB03313, Lead Abatement Services; Regional 
Firearms Training Center: 
 

• Per Addendum 1 / Site Visit, how should bidders address delivery with procurement, provide 
tracking number and estimated delivery?  Not sure what you are referring to.  All bids are due by 
3:00 PM on Wednesday March 31, 2021 and should be addressed to the County of Albemarle 
County, Purchasing Department with the address in the solicitation with the solicitation number 
listed.   

• Page 5, G – The section stipulates bid bond information, when applicable. Please confirm if a bid 
bond is or is not applicable for this solicitation  No Bid Bond Required 
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• Licensing – Does the ENV classification meet licensing requirements?  No, there are OSHA safety 
requirements.  

• Page 4, 5. Bullet Trap Cleaning/Lead Recovery (to include mobile bullet traps) 
o Please clarify, are there mobile ranges to be serviced as well? Nothing was seen at the site 

visit.  There are no mobile ranges.  There are mobile bullet traps (used in the two ranges) 
and these were shown to attendees of the pre-bid conference.   

 
            I would like to request any information that may be available as to the current contract or any historical 
             data from previous service. Thank you.  
 
 

Signed 
WACO_Contract.pdf

 
 
Who would I contact regarding specific info about the facility i.e. filter sizes and quantities? 
 
 The person to answer those questions, would be Michael Freitas, Chief of Public Works and you can reach him at 
434-296-5816 x3939 and email at mfreitas@albemarle.org .  
 
1. All other terms and conditions of the solicitation remain unchanged.  Sealed Bids must be received 

in accordance with the solicitation requirements by 3:00pm Wednesday, March 31, 2021.  Late 
bids will not be considered. 

 
2. A signed acknowledgement of this addendum must be received by this office attached to your 

proposal.  Signature on this addendum does not constitute your signature on the original 
proposal document.  The original proposal document must be signed also. 
 

       Sincerely, 

                                            Debra Shifflett 
 
   Debra Shifflett, VCO, VCA 
   Buyer II 
   Phone:  (434) 296-5854 
 
 
               
Name of Firm      Signature/Title  
               
Date       Printed Name 
 
 
 
Electronic Transaction.  By signing here, I_________________________(typed/written name),  

agree that all transactions acts, and notices for C____________________________(typed/written 

company name),  may be carried out by electronic means, unless the context would not permit a 

transaction, act, or notice to occur electronically. 
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